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4.0 COST SUMMARY

The opinion of probable construction cost for the proposed wastewater collection system
improvements, as described herein, is approximately $760,000 as shown in Table 3. This
assumes use of PVC SDR 35 pipe throughout the project for gravity sewer. The cost will
increase significantly if cast iron, bell & spigot piping is utilized. In addition, if a central pump
station is required due to alternate building layouts and sewer laterals below assumed invert
elevations, an additional capital cost of approximately $155,000 would be incurred.

The opinion of probable construction cost is based on the on-site wastewater system components
only. Items required inside the various buildings, as outlined in Section 3.2 of this study should
be budgeted in the programming cost for each building. Based on the type and location of the
proposed facilities, these costs may be significant.

Costs are subject to change with verification of connection points, preparation of design plans,
building and road layout and distribution of wastewater loads for each individual building.
Lump sum allowances were made for items that require detailed design and therefore the overall
costs includes contingencies and assumptions.

5.0 CONCLUSIONS

The existing sewer collection system operated by the City of Rensselaer appears able to provide
adequate wastewater service for the proposed development. The flow rates and final connection
points may be refined during the preparation of construction drawings. Based on the information
reviewed for this evaluation, no additional on-site wastewater system components (i.e. pump
station, on-site storage) are necessary. It should be noted that the interior plumbing system for
each building may require the use of sewage ejector pumps to provide sanitary waste disposal for
areas below grade that can not connect by gravity. In general, the finish floor elevations of the
buildings will determine if any small pumping systems are required for plumbing fixtures in the
basements of the buildings. It should also be noted that this study was based on the development
program outlined in the Final Scoping document for the DGEIS and any changes to the program
may impact the demand estimates and associated recommendations.
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